
Work Order (Bid Form)

WO/50005DE0163/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

COMMENT

Company Name & License Number:

Contractor's Signature:

50005DE0163Audit Name:

CLIENT CONTACT INFORMATION
(901) 476-383650005DE0163 Applicant/Person of 

Record

CLIENT INFORMATION

50005DE0163

Alt. Client ID:

Client Name: Address:

Client ID: COVINGTON, TN   38019

50005DE0163 

AGENCY INFORMATION

Delta Human Resources Agency (901) 476-5226

(901) 476-5258(PO Box 634) 915 Hwy 51 South

Agency Phone:Agency:

Email Address:

Fax:Address:
Covington, TN   38019

ronnietwisdale@yahoo.com

Twisdale, Ronnie (901) 476-5226Work Phone:Agency Contact:

Email Address:

(901) 355-4547Cell Phone:
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Work Order Name: WO/50005DE0163/1

Work Order (Bid Form)
Version 8.6.0

DOE Weatherization Assistant

Report Run On: 9/16/2011

50005DE0163 



Measures
Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment B.D. 3056 .

Components Inspected

#

1

SEAL ALL PLUMBING 
PENETRATIONS 
UNDERNEATH FLOOR 
IN CRAWL SPACE 
AREA.

1 1EachMiscellaneous Sup

BLOCK AND SEAL 
WATERLINES BEHIND 
WASHER AT 
WALL.AND FLOOR.

2 1EachMiscellaneous Sup

SEAL OLD FLUE IN U 
ROOM AND LIVING 
ROOM.

3 2EachMiscellaneous Sup

 AIR SEAL ELECTRIC 
PANEL IN U ROOM.

4 1EachMiscellaneous Sup

 PATCH HOLE  AT 
ELECTRICAL OUTLET  
AT WATER HEATER.

5 1EachMiscellaneous Sup

CAULK BASE BOARD 
ON EXTERIOR WALL 
IN U ROOM AND 
MASTER BED ROOM 
CLOSET APPROX 20 
LI. FT.

6 1EachMiscellaneous Sup

AIR SEAL OLD FLUE 
PIPE AT CEILING IN 
BATHROOM CLOSET

7 1EachMiscellaneous Sup

AIR SEAL KITCHEN 
EXAUST VENT AT 
CEILING.

8 1EachMiscellaneous Sup

W/S AND INSTALL 
DOOR SWEEPS TO 
FRONT AND BACK 
DOORS.

9 2EachMiscellaneous Sup

REPLACE HARDWARE 
ON BACK STORM 
DOOR.

10 1EachMiscellaneous Sup
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   CAULK AROUND 
TUB SURROUNDINGS.

11 1EachMiscellaneous Sup

AIR SEAL LIGHT 
FIXTURES AT 
CEILING, U 
ROOM,DINING ROOM 
AND LIV. ROOM

12 3EachMiscellaneous Sup

BLOCK AND SEAL 2 
WINDOW AC,S

13 2EachMiscellaneous Sup

REPLACE BROKEN 
PANE WINDOW 
5.12"X28"

14 1EachMiscellaneous Sup

REPLACE BROKEN 
PANE PRIME WINDOW 
8. 26"X28"

15 1EachMiscellaneous Sup

REPLACE BROKEN 
PANE WINDOW 
10.22"X28"

16 1EachMiscellaneous Sup

AIR SEAL PLUMBING 
KITCHEN AND 
BATHROOM

17 2EachMiscellaneous Sup

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Lighting Retrofits LT 1,LT2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment INSTALL 4 IN DINING ROOM ,2 IN LIVING ROOM.

Components Inspected

#

2

Compact Fl.  - 18 Watt1 4Each 
Lamp

Lighting

Compact Fl.  - 18 Watt2 4Each 
Lamp

Labor

Compact Fl.  - 18 Watt3 2Each 
Lamp

Lighting

Compact Fl.  - 18 Watt4 2Each 
Lamp

Labor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

3

DHW Tank Insulation1 1EachHot Water Equipm

DHW Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

4

DHW Pipe Insulation1 1EachInsulation

DHW Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Floor Ins. R-19 FOUND 1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment ADD CRAWL SPACE DOOR WITH LATCHES.TO BE INCLUDED WITH 
FLOOR INSULATION.
FROM GROUND TO FLOOR APPROX 30 " GROUND CLEARENCE.

Components Inspected

#

5

Floor Insulation  - 
Fiberglass Batts - R-19

1 1050SqFtInsulation

Floor Insulation  - 
Fiberglass Batts - R-19

2 1050SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Attic Ins. R-30 ATTIC 2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

Attic Insulation  - Blown 
Cellulose - R-30

1 900SqFtInsulation

Attic Insulation  - Blown 
Cellulose - R-30

2 900SqFtLabor

Added Misc Cost3 1EachMiscellaneous Sup

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Storm Windows WIN 10,WIN 9

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Storm Window1 21.53SqFtWindows

Storm Window2 21.53SqFtLabor

Storm Window3 2Each 
Window

Other

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Refrigerator Rplcmnt

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment REMOVE OLD UNIT FROM RESIDENCE.

Components Inspected

#

8

any - any10 1EachRefrigerators

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Attic Ins. R-30 ATTIC 1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment UPGRADE ATTIC ACCESS AND W/S INCLUDE WITH INSULATION.

Components Inspected

#

9

Attic Insulation  - Blown 
Cellulose - R-30

1 150SqFtInsulation

Attic Insulation  - Blown 
Cellulose - R-30

2 150SqFtLabor

Added Misc Cost3 1EachMiscellaneous Sup

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

10

CO monitor1 1EachHealth and Safety 

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Any Other Heating System Problem

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replace unvented gas heater with  40,000 BTU High efficienct direct wall 
furnace

Components Inspected

#

11

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Fix Improper Venting (Clothes Dryer)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment EXTEND DRYER VENT TO OUTSIDE WALL EXTERIOR.

Components Inspected

#

12

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Other Water Heating Problem

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment WATER HEATER IS LEAKING DURING PRE AUDIT.

Components Inspected

#

13

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Fix Wiring Problems (Walls)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment ROMEX IS EXPOSED AT JOINTS. INSTALL ELECTRICAL BOX AND 
MOUNT IN WALL. 
REMOUNT PORCH FIXTURE ON WALL BESIDE BACK DOOR.

Components Inspected

#

14

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Implement Asbestos Avoidance (Siding)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment ORIGINAL SIDING ON HOME IS ASBESTOS BEHIND VINYL.

Components Inspected

#

15

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Install Bathroom Exhaust Fan

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

16

Bathroom exhaust fan1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Practice Lead Safe Weatherization 
(Walls)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment HOME WAS BUILT IN 1961.CERTIFIED FIRM RENOVATOR REQUIRED.

Components Inspected

#

17

Equipment1 1EachHealth and Safety 

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

18

Smoke detector1 1EachHealth and Safety 

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Vapor Barrier Needed 
(Basement/Crawlspace)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

19

Basement / crawlspace 
vapor barrier

1 1844SqFtHealth and Safety 

Labor2 1844SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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